
 
STATE OF WISCONSIN 
Department of Safety and Professional Services 
 
 
 

Governor Scott Walker Secretary Dave Ross 

 
 
 

INDUSTRY SERVICES DIVISION 
Administrator’s Office 

P. O. Box 2658 
Madison, Wisconsin 53701-2658 

TTY:  Contact Through Relay 
  

 SBD-5524-E (R. 2/04) File Ref:  G:\INDUSTRY SERVICES DIVISION 
WIDE\ADMINISTRATIVE\FORMS\0NEWWEB\INDUSTRYSERVICESFORMS\REFRIGERATIONSYSTEMSMECHANICAL\QAS\MECH_ROOM_VENTILATION.DOC 

 
 

Mechanical Room Ventilation Frequently Asked Questions 
 
1. If mechanical room ventilation must remove refrigerants from the room when a leak is detected and 

discharge to the outdoors, what distance requirements are imposed on the ventilation system?  
Answer: See IMC 1105.6.1 Discharge location. The discharge of the air shall be to the outdoors in accordance with 
Chapter 5.  Exhaust from mechanical ventilation systems shall be discharged not less than 20 feet from a property 
line or openings into buildings.  
 

 
 


